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SEE NOTES 1 &2 /
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NOTES:

1. SIDE SEWER CONNECTION TO AN EXISTING MAIN SHALL BE MADE BY CORE
DRILLING THE EXISTING PIPE AND INSTALLING AN INSERT-A-TEE ADAPTOR.

2. A SIDE SEWER CONSTRUCTED AS PART OF A MAIN INSTALLATION SHALL BE
INSTALLED WITH A WYE FITTING AND A 45° BEND.

3. EXISTING GRADES MAY REQUIRE A BACKWATER VALVE. SEE BMC 15.03.120
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